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10 CFR Ch. I (1–1–06 Edition) § 50.56 

1 The Commission may issue a provisional 
operating license pursuant to the regulations 
in this part in effect on March 30, 1970, for 
any facility for which a notice of hearing on 
an application for a provisional operating li-
cense or a notice of proposed issuance of a 
provisional operating license has been pub-
lished on or before that date. 

May 13, 1999, protection systems must 
meet the requirements stated in either 
IEEE Std. 279, ‘‘Criteria for Protection 
Systems for Nuclear Power Generating 
Stations,’’ or in IEEE Std. 603–1991, 
‘‘Criteria for Safety Systems for Nu-
clear Power Generating Stations,’’ and 
the correction sheet dated January 30, 
1995. For nuclear power plants with 
construction permits issued before Jan-
uary 1, 1971, protection systems must 
be consistent with their licensing basis 
or may meet the requirements of IEEE 
Std. 603–1991 and the correction sheet 
dated January 30, 1995. 

(3) Safety systems. Applications filed 
on or after May 13, 1999 for preliminary 
and final design approvals (10 CFR Part 
52, Appendix O), design certifications, 
and construction permits, operating li-
censes and combined licenses that do 
not reference a final design approval or 
design certification, must meet the re-
quirements for safety systems in IEEE 
Std. 603–1991 and the correction sheet 
dated January 30, 1995. 

Footnotes to § 50.55a: 
1–3 [Reserved] 
4 USAS and ASME Code addenda issued 

prior to the Winter 1977 Addenda are consid-
ered to be ‘‘in effect’’ or ‘‘effective’’ 6 months 
after their date of issuance and after they 
are incorporated by reference in paragraph 
(b) of this section. Addenda to the ASME 
Code issued after the Summer 1977 Addenda 
are considered to be ‘‘in effect’’ or ‘‘effec-
tive’’ after the date of publication of the ad-
denda and after they are incorporated by ref-
erence in paragraph (b) of this section. 

5 For ASME Code Editions and Addenda 
issued prior to the Winter 1977 Addenda, the 
Code Edition and Addenda applicable to the 
component is governed by the order or con-
tract date for the component, not the con-
tract date for the nuclear energy system. 
For the Winter 1977 Addenda and subsequent 
editions and addenda the method for deter-
mining the applicable Code editions and ad-
denda is contained in Paragraph NCA 1140 of 
Section III of the ASME Code. 

6–8 [Reserved] 
9 Guidance for quality group classifications 

of components which are to be included in 
the safety analysis reports pursuant to 
§ 50.34(a) and § 50.34(b) may be found in Regu-
latory Guide 1.26, ‘‘Quality Group Classifica-
tions and Standards for Water-, Steam-, and 
Radiological-Waste-Containing Components 
of Nuclear Power Plants,’’ and in Section 
3.2.2 of NUREG–0800, ‘‘Standard Review Plan 
for Review of Safety Analysis Reports for 
Nuclear Power Plants.’’ 

10 Supplemental inservice inspection re-
quirements for reactor vessel pressure heads 
have been imposed by Order EA–03–09 issued 
to licensees of pressurized water reactors. 
The NRC expects to develop revised supple-
mental inspection requirements, based in 
part upon a review of the initial implemen-
tation of the order, and will determine the 
need for incorporating the revised inspection 
requirements into 10 CFR 50.55a by rule-
making. 

[36 FR 11424, June 12, 1971] 

EDITORIAL NOTE: For FEDERAL REGISTER ci-
tations affecting § 50.55a, see the List of CFR 
Sections Affected, which appears in the 
Finding Aids section of the printed volume 
and on GPO Access. 

§ 50.56 Conversion of construction per-
mit to license; or amendment of li-
cense. 

Upon completion of the construction 
or alteration of a facility, in compli-
ance with the terms and conditions of 
the construction permit and subject to 
any necessary testing of the facility for 
health or safety purposes, the Commis-
sion will, in the absence of good cause 
shown to the contrary issue a license of 
the class for which the construction 
permit was issued or an appropriate 
amendment of the license, as the case 
may be. 

[21 FR 355, Jan. 19, 1956, as amended at 35 FR 
11461, July 17, 1970] 

§ 50.57 Issuance of operating license. 1 
(a)Pursuant to § 50.56, an operating li-

cense may be issued by the Commis-
sion, up to the full term authorized by 
§ 50.51, upon finding that: 

(1) Construction of the facility has 
been substantially completed, in con-
formity with the construction permit 
and the application as amended, the 
provisions of the Act, and the rules and 
regulations of the Commission; and 

(2) The facility will operate in con-
formity with the application as amend-
ed, the provisions of the Act, and the 
rules and regulations of the Commis-
sion; and 
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